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install and maintain any monitoring 
devices and instruments that may be 
required by the Regional Engineer or 
other authorized Commission rep-
resentative to monitor that condition.

§ 12.42 Warning and safety devices. 
To the satisfaction of, and within a 

time specified by, the Regional Engi-
neer, an applicant or licensee must in-
stall, operate, and maintain any signs, 
lights, sirens, barriers, or other safety 
devices that may reasonably be nec-
essary or desirable to warn the public 
of fluctuations in flow from the project 
or otherwise to protect the public in 
the use of project lands and waters.

§ 12.43 Power and communication 
lines and gas pipelines. 

(a) A licensee must take all reason-
able precautions, and comply with all 
reasonable specifications that may be 
provided by the Regional Engineer, to 
ensure that any power or communica-
tion line or gas pipeline that is located 
over, under, or in project waters does 
not obstruct navigation for rec-
reational or commercial purposes or 
otherwise endanger public safety. 

(b) Clearances between any power or 
communication line constructed after 
March 1, 1981 and any vessels using 
project waters must be at least suffi-
cient to conform to any applicable re-
quirements of the National Electrical 
Safety Code in effect at the time the 
power or communication line is con-
structed. 

(c) The Regional Engineer may re-
quire a licensee or applicant to provide 
signs at or near power or communica-
tion lines to advise the public of the 
clearances for any power or commu-
nication lines located over, under, or in 
project waters.

§ 12.44 Testing spillway gates. 
(a) General requirement. An applicant 

or licensee must make adequate provi-
sion, to the satisfaction of the Re-
gional Engineer or other authorized 
Commission representative, to ensure 
that all spillway gates are operable at 
all times, particularly during adverse 
weather conditions. 

(b) Annual test. (1) At least once each 
year, each spillway gate at a project 
must be operated to spill water, either 

during regular project operation or on 
a test basis. 

(2) If an applicant or licensee does 
not operate each spillway gate on a 
test basis during the periodic inspec-
tion by the Commission staff, the ap-
plicant or licensee must submit to the 
Regional Engineer at least once each 
year a written statement, verified in 
accordance with § 12.13, that each spill-
way has been operated at least once 
during the twelve months preceding 
the inspection. 

(c) Load-test of standby power. (1) An 
applicant or licensee must load-test 
the standby emergency power for spill-
way gate operation at regular inter-
vals, but not less than once during 
each year, and submit to the Regional 
Engineer, at least once each year, a 
written statement, verified in accord-
ance with § 12.13, describing the inter-
vals at which the standby emergency 
power was load-tested during the year 
preceding the inspection. 

(2) The Commission staff may direct 
that a spillway gate be operated using 
standby emergency power during the 
periodic inspection.
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